[image: ]








Summary of Fire and Fume Tests for Plascoat PPA 571

	Test 
	Details
	Result or score

	BS 476 Pt.5 
	Test for Ignitability
	Class P

	BS 476 Pt.6 
	Fire Propagation
	I = 0.2

	BS 476 Pt.7 
	Spread of Flame 
	Class 2

	NES 713 
	Toxicity of Fume Index
	1.76

	NFPA 258 Smoke Generation
	Flaming mode
	110.06

	NFPA 258 Smoke Generation
	Non Flaming mode 
	27.84

	NF P 92-501 
	Fire Performance of Rigid Materials
	Class M1

	NF C20-453 
	Corrosiveness of Smoke
	pH = 4.46

	NF C20-454 Gases evolved during Pyrolysis:-
	Detected 
	CO2 (34%), CO (7.5%), Water and non-volatiles (58%)

	NF C20-454 Gases evolved during Pyrolysis:-
	Not Detected
	HC1, HBr, HCN, HF, SO2

	IEC 332 Pt.1 Tests on electrical cables. 
	Test on a single vertical wire or cable
	Meets the requirements

	ASTM E84 
	Surface burning Characteristics of Building Materials
	Class I or A rating
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